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'20 • PAC-DB-350

(1) Stick the insulation on both inner sides of the duct, leaving no space up and down.

BOTTOM

TOP

(*) After unpacking, bottom side of the unit is located at the upper side.

(2) Install the rail on both inner sides of the duct with the screw.

(3) Install the air filter on the rails.

Installation procesure
(4) Install the bracket on the rail with the screw.

(**) When the unit is installed,
bottom side of the unit is
located at the lower side.
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